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ENERGY RESEARCH CORPORATION

EXECUTIVE SUMMARY

This report summarizes the efforts under a U.S. Army Troop
Support Commands' Ft. Belvoir Research & Developmenﬁ Center (Ft.
Belvoir, VA) sponsored program for the development of fully
automatic 3 and Skw'fuel cell units for use by the Army as
tactical utility power sources. methahol, a non-petroleum fuel
which is produced from a variety of sources {natural gas, coal,
wood and waste materials), has been chosen as fuel for this power
source. As a part of this project, designs were developed for
both 3 and 5kW premixed fuel units, and two 3kW units were
construeted, tested and delivered. Also, the design of & 3kW
neat methanol unit based on water reclamation was developed and

a brassboard unit was constructed, tested and delivered.

-

The methanol-water premix fuel cell power plant operates on
al:l.3 molar mixture of methanol and water: (approximately 58 wts
methanol and 42 wt$ water)wéwhlch is converted in a steam
reformer operating at oOOdE to hydrogen rich product gas. The
fuel cell uses 60 to 65% of the hydrogen to produce DC elec-
tricity, and the balance is combusted in a burner to supply heat
required for the endothermic reforming process. The phosphoric‘
acid fuel cell stack is air-cooled and operates at a temperature
of 1905c.

The fuel cell power plant is cabable of delivering either
requlated DC or AC electrical power through the use of inter-
changeable power conditioners. A hicroprocessor based con~-
troller provides event sequencing and system control during
startup, shutdown and operation of the power plant.

The 3kW power plant operation was tested from idle to
max:imum power output for both AC and DC versions. For a power
plant output of 3 kW DC, the stack produced about 3.9 kW of which
about 570 and 330 watts were spent for the ancillary components
power and the power conditioner, respectively. Consumption of
the mixed methanol-water fuel varied from 2.4 liters/hr a* idle
to 4.0 liters/hour at full power. At the rated power of 3 kW DC,
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ENERGY RESEARCH CORPORATION

neat methanol (undiluted) consumption was 0.68 kg/kWhr which
corresponds to an overall power plant thermal efficiency of 26%
based on the lower heating value of methanol. Overall thermal
efficiency for full load AC operation was 23% (LHV).

The automatic starts required less than 15 minutes at room
temperature and less than 3 minutes if restarted immediately
after shutdown. Liquid fuel consumption for room temperature
startup was approximately 1200 gm of premixed fuel. Also, about
90 Whr of electrical output supplied from thé onboard 24V Ni~-Cd
battery was required for room temperature starts.

An improvement in fuel volume, weight and supply logistics
was demonstrated by operating a fully automatic brassboard power
plant on neat (undiluted) methanol fuel, based on on~board water
reclamation and the methanol-water mixing concept.

This program has successfully demonstréted that both pre4
mixed and neat methanol power units are viable alternatives to

conventional gensets for mobile power generation applications.
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1.0 INTRODUCTION

This report describes desién, coastruction and test results
obtained on a program for the development of 3 and 5kW fuel cell
power plants for the U.S. Army. The Army's performance goals for
these power plants are summarized in Table 1.1.

The U.S. Army fuel cell program is intended to meet the °
requirements set forth in the Required Opérational Capabilities
Document for  "Silent Lightweight Electric Energy Plants"
(SLEEP). This is an effort to provide the Army with a capability
that is nbt met by the current inventory of gasoline and diesel
engine driven generator sets. Th=2 engine driven éets do not meet
the requirements for relicbility, noise, and infrared sup-
pression that are deemed neécessary to operate successfully in
the highly complex battlefield of the future.

Methanol is the fuel of choice based on the ease with which
it can be converted to hydrogen in a steam reformer as well as

its ready availability, and ease of storage and transportation.

In addition, the use of methanol as a fuel supports the goals of

the Army Energy Office to reduce the dependence on petroleum
fuels by developing equipment that will utilize alternate and/or
synthetic fuels [1]. Methanol may become the product of the
synthetic fuel conversion techniques based on coal, and is one

of the leading fuels which is envisioned to displace current
petroleum fuels. '

The program was originally organized in five major tasks:
(1) Désign Development, (2) 3kW Braséboard Power Plant, (3) S5kW
Brassboard Power Plant, (4) 3kW Prototype Power Plant Develop-
mentland (5) 5kW Prototype Power Plant Development. Two other
tasks were added: (6) Separated Air Cooled (SAC) Stack Develop-
ment and (7) Neat Methanol Power Plant'Development. The 5kW

brassboard and prototype power plants were not constructed.

Under the design deveiopment task, conceptual designs were

developed for both a 3 kW and a 5kW piant,‘with emphasis on

Page No. 11
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TABLE 1.1

SPECIFICATIONS FOR 3/5kW FUEL CELL POWER PLANTS

OUTPUT VOLTAGE
MODE II/III
MODE' 1V

FUEL

FUEL CONSUMPTION
NOISE LEVEL
STARTUP TIME
WEIGHT

VOLUME

MTBF

LIFE

120/240/208 VAC, 6€0/400Hz, 1/3 0
28 vDC

58 wt% Methanol - 48 wt% Water
0.82 kg MEOH/kWhr (1.8 1lbh/kWhr)
Inaudible at 100 meters (328 ft)
15 minutes |

45 kg/kWw (100 1b/kW)

0.11 m3/kW (4 £t3/kw)

750 hours |

6,000 hours/2,000 starts

FPage No. 12
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interchangeability of components.  The system and control con-

::’_'.j': cepts were verified by constructing and operating a 3kW brass-

lﬁij board power plant. A number of design modifications evolved as

P-h.-ﬂi ' . 3 . *

bt a result of the experience gained with this power plant.

A major task of the program consisted of construction and
testing of two 3kW prctotype power plants. ‘These power plants
were delivered to the U.S. Army Troop Support Commands' Belvoir
R&D Center. A photograph of one of these units is shown in Figure
1.1. A description of components used in this power plant is
available in Appendix A.

Finally, a neat methanol fuel cell power plant system based
on product water reclaim was developed. A brassbhoard power plant
was constructed, tested and delivered.

Sections 2 and 3 of this report descri. e the design of the
3 and 5kW power plants. Performance of the 3kW prototype poWer
plant is described in Section 4. Component development and
testing conducted with the 3kW brassboard power plant are
describec in Sections 5 and 6. The neat methanol power plant
development efforts are reported in Section 7. Appendix C

describes abbrev.ations, definitions and equations pertinent to
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2.0 GENERAL DCSCRIPTION OF THE 3/5kW POWER PLANT

2.1 DESIGN CONCEPT

The fully automatic methanol fuel cell power plant de-
veloped for the U.S. Army is based on the use of a steam reformer
with a phosphoric acid fuel cell stack. - The power plaht system
concept is shown in Figure 2.1. Liquid fuel (58 wt% methanol and
42 wt® weter) is fed to the reformer. Thé reformer generates
hydrogen which, together with water vapor and byproduct carbon
dioxide flows to the fuel cell stack. About two thirds of the
hydrogen is converted to unregulated DC electricity in the
stack. The residual hydrogen is combusted in the reformer burner
and supplies the heat required for vaporization and steam
reforming. Ambient air is used as the cathode reactant and as
the cooling meaium for the fuel cgll stack. The power plant can
be equipped with either a DC voltage regulator or an inverter
giving AC output. The two power conditioners are interchange-
able.

For orgahizational purposes, the fuel cell power plant is
subdivided into six subsystems:

Fuel Cell

Fuel Conditioning
Electrical

‘Control

Power Conditioning
Structural

The interaction between the various functional subsystems is
shown in Figure 2.2. Figure 2.3 prdvides a functional schema-
tic of the fuel conditioning and fuel cell subéystems, and the
key ancillary components needed for operation of the power
plant. Source data and functional information of all power plant

components is available in Appendix A.

Page No. 15
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2.2 CONNECTIONS AND CONTROLS:

Loéation of external connectors and controls for the power
plant is shown in Figure 2.4. The Ground Connector at the lowér
left is for an electrical ground rod. The Auxillary Startup
Power Connector is for connecting an external battery or other
power source in case of low output from the internal battery.
This connector will accept thélnating plug on a standérd military
power supply jumper cable. The External Fuel Connection located
on the front lower right-hand side of the power unit is for
attaching a hose that will carry the fuel in from an external

supply.

The Main Control Panel contains the switches, meters, and
indicators required to control operation of the péwer plant.

The Power Conditioner Control Parel contains the switches,
meters and indicators required to control the power conditioner.
Two interchangeable parels, one for use with an AC power con-
ditioner, the other for use with a DC power condltloner, are
available for use with the power plant. ‘

2.3 OPERATION

The power plant control panel is shown in Figure 2.5. The
START/OFF switch allows the«aperator to start/shutdown the power

unit.

The power plant ccntrol actuators respond to operator
‘action-and signals from sensors within the system. The condition
of the actuators is dependent on the operating mode, as shown in
Table 2.1.

The power plant has three distinct modes of operation:
1. Standby (Startup):

t2. Ready (Run)
Shutdown
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CHARGING
START

Io[o]610]0]
TOTAL HOURS

__J

EMERGENCY
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FIGURE 2.5
POWER PLANT CONTROL PANEL
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| TABLE 2.1
METHANOL POWER PLANT CONTROL ACTUATORS

SHUTDOWN
STANDB
L4 READY (MANUAL OR_SYSTEM) EMERG
FIRST SECOND (RUN) FIRST |SECOND STOP.
4-5 Min.| PERIOD ACTION |ACTION
Start Fuel Valve,BV| Open Open [Closed | Closed Closed | Closed
Bypass Valve,Vl Open Closed Closed | Open Closed | Closed
Inlet/Return Valve,

V2 Closed Closed | Open |As Is Closed | Closed
Start Burner Vélve, 1 '

V3 Closed | Open [losed |As Is Closed | Closed
Inlet Air Damper,Dl | Closed Closed | Open |Open Closed | Closed
Start Burner Damper,| ‘ '

D2 Closed Open Closed | As Is Closed Closed
Control Damper,D3 Closed Open  Nariable [ As Is Closed | As Is
Exhaust Damper,D6 Closed Closed | Cpen | Open Closed | Closed
Burner Blower, BB ControlledControlled Con- Full - off off
trolled| Speed '
Air-Blower, PB Off On | On As Is off Off
Idling Heaters Off Off Con- Off Of f Off
. trolled
Output Relay,Kl Off Off on | off of f Off
Battery Relay, K2 On On off On off Off
" Parasitic Relay, K3 Off Off On Off off Off
Page No. 21
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Startup of the power plant is initiated by momentarily
moving the main control panel START/OFF switch to the START
position. This closes the battery relay (K2), powering the 24
VDC bus. Simultaneously, the micro-processor is initialized and
the STANDBY indicator lamp on the panel lit to indicate that
startup is in prdgress. The 24 VDC to 115 VAC 400 Hz inverter,
bypass valve (V1), the high pressure fuel pump (FPl), and the
glow plug (Gl) are energized. The burner blower (BB) runs at low
speed for one minute, the start fuel valve (BV) is opened, and
the burner blower speed is increased to provide air for com-
bustion. When ignition is indicated by the flame temperature
sensor (Tl), the burner glow plug is turned off and the start
burner giow plug (G2) is turned on. A shutdown is triggered if

Tl does not sense ignition within one minute.

After the burner has run for one minute (longer for a cold
start) the liquid fuel is turned on by the reformer injector.
(Ri). The reformer product is returned to the reformer Lurner
to prdvide fast heatup. When the catalyst tamperature sensor
(T2) indicates that the reformer is up to temperature}vthe stack
air blower is energized and the control damper (D3) is opened.
The fuel cell stack temperature sensor (T5) and the reformer
catalyst bed temperature sensor (T6) determine subsystem tem-
peratures. If heating is required, the start fuel valve (V3) is
opened, the bypass valve (V1) is closed, and ignition occurs in
the startup burner. If the flame temperature sensor (T4) does
not indicate ignition in 20 seconds, shutdown is initiated. If
the startup is attempted with a warm power plant (shortly after

a shutdown), startup burner operation is bypassed.

When the fuel cell stack and the reformer are at operating
temperature, the stack fuel valve (V2} is opened, the start valve
(V3) is clcsed, the startup damper (D2) is closed, and the fresh
air (D1) arnd cathcde (D6) dampers are opened. A delay of ten

seconds is allowed before closing burner valve (BV) to ensure
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ENERGY RESEARCH CORPORATION

presence of hydrogen-rich fuel in the stack and the burner. The

fuel cell stack now assumes the idle heater load.

Control of stack temperature is accomplished by modulation
of damper (D3) posifion (uses cooling air out temperature (T3)
as the feed back input), the burner blower (BB) speed by stack
current, and the reformer fuel flow rate by stack current (LS)

and reformer temperature (T2).

The parasitic relay (K3) is energized and the battery relay
(K2) is de-energized. The battery starts charging end the CHARGE
light is turned on. At this point, the fuel cell stack supplies

the heater, parasitic and the chafging loads. The output relay

(K1) is energized, STANDBY lamp goes off and the READY light
comes on, indicating that the unit is ready to supply power to
the load.

As the load current increéses, the internal stack heaters
are progressively disconnected. ’

Normal automatic shutdown cycle is initiated by moving the
START/OFF switch to its OFF position. The battery relay is
energized to supply power to components, the WAIT lamp is turned
on, and the parasitic relay is de-energized. Actuator actions
are sequenced as shown in Table 2.1. At the conclusion of the
s utdown cycle, all components are in closed position, and relay
K2 drops out, cutting all system power.

Shutdown also occurs automatically if the fuel is exhausted
or any of a number of sensors indicate off-design condition in
the power plant. Emergency stop is triggered by moving the
EMERGENCY STOP switch to STOP position. Battery relay is
immediately de-energized, thus cutting off all system power.
This action also transfers the emergency 24 VDC line from house-
keeping power to battery power, so that dampefs pl, D2, and D6
will be returned automatically to their fully closed positions.
Control damper D3, however, must be returned to its closed

position by the operator (after‘emergency stop only).

Page Mo. 23
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ENERGY RESEARCH CORPORATION

3.0 SUBSYSTEM DESIGN

3.1 FUEL CELL

The fuel cell subsystem is comprised of a fuel cell stack,
an air blower, control elements, and associated sensors. The 3
and 5kW power plants use separate air-cooled stack designs and
identicallsensors and control elements. However, the stack and

blower sizes are different.

The design features of the fuel cell subsystem are sum-
marized in Table 3.1. A photograph of the 3kW fuel cell stack

with gas manifolds and valves is shown in Figure 3.1.

Assembly of the 3kW stack is shown in Figure 3.). The stack
contains separate flow paths‘for conditioned fuel, proress air,
and cooling air. The gases are distributed through the 'stack by
means of three séts of manifolds. Fuel and process air flow co-~
current in the long direction of the cell. Air fcr cooling flows
through channels running in the short direction of every fifth
bipolér plate. 'Cooling air is recirculated to the inlet side of
the blower in order to raise the incoming air temperature to
about 1309C. The stack is designed to operate with a cooling air
temperature rise of 55°C. |

The power generating unit in the 3kW power plant is an air-
cooled 80-cell phosphoric acid fuel cell stack built with
lightweight hardware. A photograph of the stack without mani-
folds is shown in Figure 3.3. Each repeating fuel cell element
in this stack consists of a 0.3 mg/cm2 Pt loaded anode, a porous
matrix saturated with 30 ml of 102 wt% phosphoric acid, and a 0.5
mg/cm? Pt loaded cathode. A bipolar gas distributioﬂ plate
having gas flow channels on both sides is shared by two adjacent
cells. The fuel cell stack manifolds are made from aluminum and
coated with PFA to provide prctection from phosphoric acid

attack and dielectric separation. The stack is equipped with

.tubes for acid addition.‘

Page'No. 25




X
)

RSN of J SLALAL
',&155&"‘—.:\:‘.{: F. R

=

,

gt S0 Y N R
1] e
J A O SR

iy

e
"" A

]
wr
.

X
3

L

e r e
"l‘ixl‘_“

-~ .
Ay
W At

A

i
&

.‘.., ..
3 s LR
Zéﬁﬁv.i'

_',“
9wy

¥
z
v -

"

Trs
T

¥

VAN @YY g
RS AR

ot ._".").

oa
PRARN

[ )
Tatl

4
e

ENERGY RESEARCH CORPORATION

TABLE 3.1

FUEL CELL SUBSYSTEM DESIGN SUMMARY

(Mid-life Values)

POWER PLANT RATING

3kW

Power Output, kW
Opérating voltage, volts
Operating éﬁrrent, amps
Hydrogen Utilization,v%

Methanol conusumpt.on,
kg/hr (lb/hv)

Nummber of cells

Nominal cell size, cm x cm

(in. x in.)

Active area, cm? (ft2)

oC (OF)

Cooling Air pressure drop,

cm H20 (in HO0)

Cooling air blower output,

g-mole/min (1lb/hr)

4.2
43.0
97.5
65

2.4 (5.3)
80 .

17.8 x 42
(7 x 16.5)

585 (0.63)

Cooling air temperature rise

56 (100)
<2.0 (<0.8)

225 (860)

Idle heater capacity, watts 4 x 400

Page No. 26

-.1050 (1.13)

5kW

7.2
43.4
166
65

3.8 (8.4)
75

30 x 43
{12 x 17)

56 (100)

<2.0 (<0.8)

325 (1250)

4 x 550
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FIGURE 3.3.
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ENERGY RESEARCH CORPORATION

The control damper regulates incoming air rates by con-
trolling the rate of hot air exhaust in accordance with cooling
requirements. The exhaust air temperature sensor output‘is used
for controlling the stack temperature. Four resistance heaters
located in the stack cooling air manifold are connected across
the stack terminals at low ouput loads to maintain stack current
and temperature. With a progressively increasing load, the
heaters are gradually disconnécted.

Performance of the 3 and 5kW stacks is shown in Figures 3.4a
and 3.4b. The fuel cell subsystem also carries voltage and
current sensors, and three RTD (T3, T4 and T5) sensors which

provide input to the system microcomputer.

3.2 FUFL CONDITIONER

The fuel conditioner subsystem design, shown in Figqure 3.5,
is identical for both the 3 and 5kW power plants. The fuel
conditioning subsystem comprises a liquid fuel delivery systenm,

a reformer assemrbly and a startup burner.

3.2.1 Fuel System

A transfer pump (FP2) delivers fuel from the external source
into the.internél fuel reservoir which holds about a 15 minute
fuel supply at 3kW, and a 10 minute fuel supply at 5kW 6utput.
Float actuated switches in the reservoir control the transfer
pump to maintain the reservoir fuel level within preset limits.
If the external fuel supply runs dry whilé the system is
operating, the 'continuing drop in reservoir level actuates the
"Low fuel" warning light switch to indicate that thé internal
fuel level is down to about 8 minutes supply for 3kW-power
operation. The additional drop in fuel level actuates the "No

fuel™ switch to automatically shut down the power unit.

The main fuel pump (FPl) maintdains a constant flow of fuel

to the pressure regulater (FPR) which provides constant fuel
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pressure to the start fuel valve (3r) and the reformer injector
(RI). The start fuel valve is open during startup to deliver

‘liquid fuel to the reformer burner nozzle. The reformer injector

is modulated in respanse to stack current and reformer tem-

perature sensor outputs.

3.2.2 Reformer

The function of the reformer assembly is to convert liquid
fuel into a gas mixture containing free hydrogen for fuel cell
consumption. A photograph of a fully assembled 3kw reformer is
shown in Figure 3.6. The principal elements of the reformer
assembly are a catalyst bed, a vaporlzer/superheater, a llquld
fuel/hydrogen burner, and a burner air fan.

A cross-sectional sketch of a reformer assembly, shown in
Figure 3.7, shows the location of the principal elements in the .

reformer assembly. The design incorporates an annular catalyst

bed with a centrally located burner and vaporizer/superheater.

A commercial copper-zinc shift catalyst catalyzes both the
water gas shift and the steam reforming reactions. The upflow
bed design is based on a maximum product gas space velocity of
2700hr-1, corresponding to a fuel processing rate of 85 gm/min.
The reformer catalyst temperature ranges between 230 and 340°0C
depending upon fuel feed 'rate. Typical gas composition under
these operating conditions is 74% Hy, 24.5% CO; and 1.5% CO on

a dry basis.

The vaporizer/superheater design allows fast generation of
superheated vapor fuel from the liquid fuel input. Liquid fuel
flows downward through the vaporizer and is vaporized and

superheated to approximately 450°C. A flame'temperature sensor

‘and. two reformer temperature sensors provide input to the

control subsystem microprocessor for controlling the reformer.

The burner is designed to burn liquid fuel from the fuel tank
during startup and gaseous fuel from the stack exhaust durirg the
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run mode. The variable speed air fan provides combustion air
flow. The burner incorporates a platinized honeycomb disk below
the combustion chamber to ensure complete combustion of the
fuel.

The flow of reformate to the fuel cell subsystem is con-
trolled by three solencid valves, a pressure actuated check
valve, and a pressure sensor that signals the con*rol micro-
processor to shut down the power plant if the line pressure
exceeds 14 kPa (2 psi). ‘

3.2.3  Startup Burner

- The startup burner used for providing stack warmup heat by
combustirg reformer product is shown in Figure 3.8. Combustion
air enters through an annular space between the combustion
chamber and the cover cylinder and travels the length of the
combustion chamber before entering it at the upstream end
through the air sealing damper. This flow arrangement preheats
the combustion air and redﬁces the combustion chamber skin
.temperature. The air entering the combustion chamber mixes with
the fuel and passes over the ignitor (platinum metal monolith
catalyst). A deflector ring located immediately downstream of

the ignitor aids m.xing of the air and fuel during combustion.

3.3 ELECTRICAL SUBSYSTEM

This subsystém includes all ancillary components requirad
for powering and controlling the electrically driven elements of
the power plant. A block diagram of the electrical system is
shown in Figure 3.9. '

3.3.1 Starting-Battery and Battery Charger

Starting power for the power unit is supplied by an onboard
24-volt battery. The battery consists of 20 high rate, 13Ah Ni-
Cd cells.
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The battery is recnarged by a 3A onboard charger which is
powered directly by the stack. A sncp-action thermostat which
activates at about 65 + 3°C provides overheating protection for
the battery. When the battery reaches full charge voltage, the
charger switches off automatically and the charge indicator

light on the control panel goes off.

3.3.2 Housekeeping Power-Supply

The housekeeping power supply provides the regulated DC
output necessary to operate the power plant. This outpdt is used,
to power the following loads:

1. . +24 vDC: powers fuel cell stack blower inverter,

solencids, motors, relays, and pumps.
2. 5 VDC: powers the fuel injector.

3. 5 VDC, +13 VDC: powers the microprocessor

control system.

The housekeeping power supply consists of two independent
power supplies (Unit A and Unit B) housed in a common enclosure.
Unit B supply produces 24 VbC for the bus. Unit A supply provides
isolated +5 VDC and *15 VDC for the microprocessor. It also
prdvides +5 VDC to power the injector and 24VDC for the power
driver. This DC to DC converter operates either from the

regulated 24 VDC bus or from the internal battery.

A separate 400 Hz, 115 VAC inverter powers the stack air

blower. This inverter is also powered by the 24V bus.

3.3.3 Connectors

An auxilliary startup power connector is used for con-

necting an external battery or other 24-volt power source in case
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of insufficient output from the internal battery. The connector

accepts the plug used on a standard NATO tank cable.

A ground connector provides a means for grounding the power
plant. ' ‘

3.3.4 Electrical Control Subsystem

The control subsystem consists of a controller microcom-
puter, a power driver assembly, a relay assembly, and a main
control panel containiﬁg operator's con*rols and indicators.
All of the control sgbsystem components are powered from the
housekeeping power supply.

Inputs to the microcomputer include ¢t :mperature sensors
located in the fuel reformer and fuel cell stack'assemblies, and
stack voltage and current measurements. The .microcomputer
provides output to the main control panel indicators ‘and the
power driver/relay circuits. A listing of microprocessor in-

put/output channels is given in Appéndix B.

A. Microcomputer

The controller microcomputer assembly contains four print-

ed circuit boards (an analog module, a CPU module and two

isolator modules for input and output signals). This micro-

computer was designed, assembled and programmed by Consolidated
Controls Corporation, Danbury, CT. The microcomputer uses an
Intel 8051 series CPU module having 8K bytes of memory. The

pregram is written in machine language and stored in the ROM,.

The main control panel shown in Figure 3.10 contains
switches, méters. and indicators and provides the operator with
the means for starting, stdpping, and monitofing the operation
of the power plant. A description of the power plant control

panel is given in Table 3.2.
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FIGURE 3.10

A PHOTOGRAPH OF THE POWER PLANT CONTROL
PANEL
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MAIN CONTROL PANEL -

CONTROL, INDICATCR

START/OFF

EMERGENCY STOP

LOW FUEL

CHARGING

WAIT

STANDBY

READY

DC VOLTS

TOTAL HOURS

' Panel light,

TABLE 3.2

CONTROLS AND INDICATORS
DESCRIPTION

Three position switch with spring return
to center position. START 1nitilates
startup. OFF initiates shutdown,

Guarded switch, normally OFF, must 1lift
guard to move to STOP position., Used for
emergency shutdown only.

Panel light, push-to-test, twist-to-dim.
Lit when fuel in the internal reservoir
is below 8 minutes of full load 3kW oper-

ation.

push-to-test, twist-to-
dim. Lit when battery 1s charging.

Panel light, push-to-test, twist-to-
dim. Lit during shutdown, must be off to
restart.

Panel liort, push-to-test, twist-to-
dim. Lit during startup before unit 1is
ready to supply power.

Panel light, push~to—tesf, twist-to-
dim. Lit when unit is ready to supply
power. .

0-75V DC Voltmeter.
voltage,

Indicates fuel cell

0-130A DC Ammeter.
corrent,

- Indicates fuel cell

0-9999 digitai
operating time of unit.
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B. - Power Driver Assembly

The power driver circuits which handle the control of power
to the'ancillary components are controlled by the ﬁicroprocessor
and by the opto-isolated digital interface. The power drivers
are physically isolated from the microprocessor to enhance noise
and heat rejection. A description of the power ériver functions

is given in Table 3.3.

3.4 POWER CONDITIONER

The power plant can be used with either an AC or DC output
power conditioner. A corresponding control panel provides an
operator switch and indicators for turning on or off power and
monitoring power to the external load. The concrol pganel is

changed on the power plant togethér with the power conditioner.

The DC power conditioner for the 3kW power unit (a photo-
graph is shown in Figure 3.11) wés«developed by Bikor Corporation
(Torrance, CA). The controls and indicators on the DC power
conditioner control panel are listed in Table 3.4. '

The AC power conditioner contains a covered switch box
containing two output selector switches. A Frequency Select
Switch allows selecting either 60 Hz or 400 Hz output. An Output
Select Switch allows selecting either 120V single phaée paral-
lel, 120/208v 3 phase, or 120/240V center tapped output con-

figurations.

3.5 FRAME AND STRUCTURAL SUBSYSTEM

The frame and structural subsystem consists of a frame, a
base plate, a skid base, and shock mounts. The design details
for the 3kW power plant frame structure are shown in Figure 3.12.
The frame for the 3kW power unit is designed to meet rough
handling‘requirementé. It is made from 1.9 cm (3/4 inch) AISI
4140 chrome molybdenum square tubing with a .12 cm (0.049 inch)
wall thickness. Horizontal struts are used for subsystem and

panel mounting.
Pape Mo, 44
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RELAYS AND SOLENOIDS

.....

TABLE 3.3

DESCRIPTION OF POWER DRIVERS

DESCRIPTION

Switched on and off through tr. stor
switches.

The burner fan is servo cdntrolled by a
0~20 VAC variable voltage and a 0-262 Hz
variable frequency power supply.

The fuel pump is turned on and off by
transistors that are controlled through
the microprocessor. Float switches
supply the microprocessor with signals
to turn the fuel pump on and off, to
light the low fuel warning light, and to
shutdown the power plant under no fuel
conditions,

The injector is driven by a pulse train
generated from a transistor switch.
Fuel 1is adjusted by changing the fre-
quency of the pulse train.

The dampers are controlled by an on/off
transistor switch which changes polar-
ity of the applied power to the motors.

The control damper is operated by a
power amplifier servo. The micropro-
cessor supplies the reference position
of the damper. " ‘
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A PHOTOGRAPH OF THE 3kW DC POWER CONDITIONER AND

POWER CONDITIONER CONTROL 'PANEL
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DC POWER CONDITIONER

CONTROL/INDICATORS

TABLE 3.4

CONTROL PANEL - CONTROLS AND INDICATORS

DESCRIPTION

DC VOLTMETER
DC AMMETER

OVERLOAD-OUTPUT

OVERLOAD-THERAAL

POWER MONITOR LAMP

NORMAL/CHARGE MODE

VOLTAGE ADJUST

" CURRENT ADJUST

OUTPUT CONNECTOR

------ - 28

B . LS
e . . " RN A .
g S e ......_“‘.;:J\\ o ..A-A*..n-_h"\'_n_ Bt e \- R VR

Indicates voltage being supplied to the
output terminals.

Indicates current being supplied to the
output terminals.

Panel light comes on to warn that over-
current is being drawn from the Power
Conditioner output terminals.

Panel light comes ¢n to warn that inter-
nal temperatuce of the Power Conditioner
exceeds the rated maximum.

Fanel light located directly below the DC
Ammeter. Remains on so long as the Power
Monitor is receiving normal power from
the fuel cell. . :

Two position toggle switch. NORMAL posi-
tion is for normal loads that require a
constant -voltage source. CHARGE is for
charging batteries which require a con-
stant current source.

Rotary control used to adjust output
voltage when the MODE sw1tch is on NOR-
MAL.

Rotary control used to adjust output
current.

Three position switch with spring return

to center position. CLOSE connects pow-
er to the Power Conditioner outptt ter-
minals. OFF disconnects power to the
outpul terminals.

Page No. 47

A " . P L g - - . LA et
AT e s ‘__.‘,_.,.i . ST ,.~1_-.,\,
- - T T A PR

oA g




ZTRP0RATICN -

TUEARGH

(A WD MmO SE 3OV IONC Lo Y20H)

MITTA TG

——— g | S o o

IHNY

AT Te——

WY TN -~

U R

(A VIO NMCHE 32V My "BION) -

FAITA 2iviYy

T m— —mme e e et ew e saTL L

Z1°€ 3¥nNOI14

()
A A R RN IR Lo EAR LA d 111
WAy ;) 0T c Y i ma vl O
J.llrﬂ AN BABAICL PR Jl.!hr(! Ay

CAND 1rAOHS AT 1NN OH)

vy & AMIATINONA
‘nw .' *u -
..Il\\.F  Q——" ) L 2r7wase
Tt =1 [l
(&) [€OA TN NRL XS]
oMy - FreY 0.-«-«..“

_ 1m.m.o - -
B

) . ..ﬂ“ (8)
b
NS/ el
i (e} _
A ——ct
SRVONWY Ol g1 e
(ATMO HAD S 2OV dGL JLON )
AN JOd -
—_— —— J

dWONS VWA F

(NMOMS A0 3016 1337 ILON)

T 14390

oN1 Brtaouy




ENERGY RESEARCH CCRPORATION

Four lifting attachments secured to the upper corners of the
frame are designed to lift eight times the weight of the power
plant. The top corners of the frame are rounded to a three-inch
radius.

The base plate structure is a 0.31 cm (1/8 inch) thick
aluminum deck with a 1.9 cm (3/4 inch) tubular frame. The base

structure encloses the bottom of the power plant and prevents

entry of debris into the unit. Drain holes are provided to
prevent accumulation of liquid in the set. Elastomeric’shock
mounts, mounted in compression between the frame structure and
the skid base, isolate all power plant subsystems to reduce shock
and vibration.
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4.0 PERFORMANCE OF THE 3kW POWER PLANTS

The 3kW DC and AC prototype power plants, designated Moéels
MEP 050A and MEP 051A, were evaluated for autamatic startup, load
following capability, fuel consumption, startup power and in-
ternal power consumption. The DC unit was run for about 100 hours
at several output power levels to check for performance sta-

bility. The test schedule was as follows:

. 5 hours at idle

. 24 hours at 25% of full load
. 24 hours at 50% of full load
« 24 hours at 75% of full load
. 20 hours at full load

During this 100-hour test period, the longest continuous
run was 42 hours. Several involuntary test interruptions
occurred due to an intermittent electrical‘fault in the con-
troller, which was later identified and‘corrected. A shutdown
vas related to stack air blowervfailure. This failure was
unrelated to. the endurance test and was traced to over tem-
perature operation of the blower during startup burner develop-

mental testing prior to the endurance testing.

Also, after completion of 3/4 of full load testing, the test
run was temporarily discontinued following detection of sedi-
ment in‘a batch of fuel. The source of the sediment was traced
to a vendor supplied CH30H drum. The SEM, EDAX, Emission
Spectroscopy and Infrared Spectroscopy analyses performed
showed the sediment to be a natural resin, possibly a modified
maleic resin type. The reformer catalyst may have been affected
by the contaminant. - The contaminated catalyst was subsequently

repiaced with a fresh batch of catalyst.

The DC and AC units completed over 100 and 50 successful

automatic starts, respectively, requiring less than 15 minutes
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for initial starts at room temperature and less than 3 minutes
if restarted warm immediately after shutdown (Table 4.1). Pre-
mixed liquid fuel consumption for room temperature startup was
approximately 1250 gms. About 90 Whr of electrical output from
the 6nboard 24V Ni-Cd battery was required for a room temperature

start.

Full warm startup required about 95 gms of premixed fuel and
17 Whr of electrical energy. Three minutes were required to com-
pletely shut down the power plant. Typical stack and reformer
thermal profiles during startup are shown in Figﬁres 4.1 and 4.2..
Battery current and voltage profiles obtained during the startup

period are given in Figure 4.3,

Voltage and power curves for the 3kW power plant with DC
output are shown in Figure 4.4. About 4 kW is developed by the
fuel celllstéck for a net power plant output of 3 kW DC. The dis~
continuities in the power curves are due to the four internal
stack heaters. These heaters are located in the star .‘r
manifold and maintain stack current and temperaturé'at low
loads. As load current increases, the heaters are progressively

disconnected.

The key operating parameters for the 3kW power plant with
its DC and AC output are listed in Tables 4.2 and 4.3, re-

spectively.

Methanol-water premix consumption for the DC unit is plot-
ted in Figure 4.5. It varied from 2.4 iiters/hour at idle to 4.0
liters/hour at 3 kW. At rated load neat methanol consumption was
0.68 kg/kWhr which corresponds to an overall power plant thermal
efficiency of 26% (LHV). For 3kW AC operation the overall
thermal efficiency was 23% (LHV). Loss of fuel cell voltage with
aging wi.l result in increase in fuei cell stack current and,

therefore, fuel consumption to deliver the rated output power.
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g , TABLE 4.1

ENERGY CONSUMPTION :DURING START/STOP OPERATIONS

Y

W
f

ENERGY CONSUMPTION

: ‘ TIME TO
e ' ' OPERATION START/STOP PREMIXED ELECTRICITY

~ min. FUEL (From 24V
‘ ' C gm Battery)

Fo E Amp-hr
o . |

:}j STARTUP
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— Stack and Re-

. former at

~- 24-270C \ { 14x0.5 1250+20 4+0.2

Stack and Re-

”~ former fully o
. warm 2,75+0.25 | 95+10 0.7+0.06

o STOP 3.0 0.0 0.50
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Stack Pre--heat Completed
35C }=-
300 jm
250 p=
o200 |
£ 150 |-
3
100 ¢=—
50 .
Startup i :
Initiated - I '*‘d T3 ccoling air out
_ rner Ignite ' T4 ccoling air in
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L TIME, MINUTES
i FIGURE 4.1
;_:,: » FUEL CELL THERMAL PROFILE DURING STARTUP
° (Premixed fuel flow: 49 gm/min through nozzle; 53 gm/min through RI)
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Startup
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FIGURE 4.3

CURRENT-VOLTAGE PROFILE OF THE BATTERY DURING STARTUP
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FUEL CELL POWER PLANT {(DC OUTPUT)

SDO142R1

) '.'-\.‘fv}.r‘:-\-'ﬂ'-:".’..'-':"-{'.‘T'-i-.'f'-‘_\.“.'-'."- KA .‘a‘:‘- S A I AR R AP SRR




ENERGY RESEARCH CORPORATION

_ TABLE 4.2
OPERATING PARAMETERS WITH DC OUTPUT

{a) DC Output

POVER RATING IDLE . | s 12 3/4 FULL
Extérnal Load
Volts - 28.9  28.8 28.8 28.5
Amperes .- 26.9 53.4 78.9 103.9
Watts - 777 1538 2272 2961
Stack
Yolts 4.2 531 S4.1  52.8 48.5
Amperes ‘ 48.1 $1.2  51.5  61.2 80.7
Watts 2607 2719 2786 3231 . 3914
Air out, oC 182 178 176 176 178
Air In, ©C 154 148 147 144 132
Reformer Bed, OC L 345 %3 330 324 256
Fuel Consumption, gm/min |
39.8 42.8  41.8 48.0 58.6
Efficiency
.Dverall‘, % - 9 1§ 25 .26
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TABLE 4.3
OPERATING PARAMETERS WITH AC OUTPUT

(b) AC Output (3 Phase, 60Hz)

POWER RATING IDLE* 172+ ' 3/4* FULL

External Load

Average Volts - 119 119 ‘119
Average Amperes - 3.8 5.6 7.4
Watts ' - 1357 2010 2641
Stack
Volts 54.7 53.2 52.5 50.7
Amperes 47.7 ©48.7 64.0 81.0
Warts 2610 2590 3360 4106
Air Out, ©C 179 . 160 . 184 : 187
Air In, ©C o 174 148 155 142
Reformer Bed, og 322 337 : 316 271
Fuel Consumption, gm/min 36.3 39.7 49.7 59.0
Efficiency

Overall, 3 - 17.8 21.0 - 23.3

* Battery Charger was on

'

18’
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"RATED POWER
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Response to a step change in external load was tested. The
power plant assumed rated 3kW load instantly from 1/4 load, 1/2
load and 3/4 load (Figure 4.6). From idle, the power plant was
able to assume full load in about 60% of the attempts. The lack
of consistant abiiity to instantaneously assume full locad from
hot idle standby 'is associated with the low rate of fuel
processing at idle. Incréasing‘the stack current in the idle
mode will provide the higher standby fuel processing rate

vreQuired for consistant upload capability.

A summary of internal housekeeping power supply and power
conditioning efficiencies are reported in Table 4.4. The
housekéeping power supply operated at an efficiency of about 82-
86% and the DC regulator and the AC inverter efficiencies at full
load were 89% and 75%, respectively. Parasitic power of «77-489
watts was drawn from the housekeeping power supply by the
ancillary components.

The 3kW prototype power, plants delivercd met the goals for
fuel consumption, room temperature startup time and start/stop
power consumption. The unit required about 14 minutes for
startup from room temperature. Approximately 18 and 20 minutes
will be required to start the power unit from -31°9C (-25°F) and

-540C (-659F) ambient temberatures, respectively.

The power plant weight of 80 kg/kW (for DC output) and volume
of 0.17 m3/kW exceeded the goal for unit weight (45 kg/kW) and
volume (0.11 m3/kwW). The power unit was capable of operating
automatically with a variable output lond. However, the unit was
not able to reliably éupply full load instantaneously from idle
operation. Testing of noise level has not been performed.
However, a fuel cell power plant of similar design delivered
under a previous contract [2] satisfied the low noise require-

ment.
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TABLE 4.4

HOUSEKEEFING SUPPLY AND POWER CONDITIONING EFFICIENCIES

- .

a) 28 vDC OUTPUT
EFFICIENCY, %
HOUSE
GROSS FUEL EXTERNAL KEEPING
CELL POWER, LOAD POWER DC OVERALL
kW kW SUPPLIES REGULATOR THERMAL
2.6 - 83 - -
2.7 .8 82 86 9
2.8 1.5 85 88 19
3.2 2.3 85 88 25
3.9 3.0 84 89 26
b) 120V, 3-PHASE, 60H; CUTPUT
EFFICIENCY, %
HOUSE
GROSS FUEL EXTERNAL KEEPING
CELL POWER, LOAD POWER AC OVERALL
kKW : KW SUPPLIES INVERTER THERMAL
2.6 - 84 - -
2.6 0.7 84 72 10
2.6 . 1.4 86 73 18
3.4 2.1 85 75 22
4.1 2.7 86 75 23
Page No 63
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5.0 BRASSBOARD POWER PLANT

~ Prior to construction of the 3kW prototype power plants, a
3kW brassboard power plant was constructed and tested. A rumber
of design modifications and improvements evolved from the
experience with the brassboard power plant and were incorporated

in the prototype power plant design.

5.1 DESIGN

The brassboard power plant désign was the basis for de-
signing the prototype power plants discussed in Sections 2 and
3, except for the use of a direct air-cooled (DIGAS) fuel cell
stack (described in Section 6§) and modified power plant startup
system. |

A functional flow diagram of the brassboard power plant is

given in Figure 5.1. Reformer flue gas was utilized for heating

the fuel cell stack during the startup phase. Two injectors, one
for reformer fuel and one for burner fuel, were used. The
brassboard unit used a microprocessof based controller for
automatic control, and a DC voltage regulatcr for output power
conditioning. The controller was later simplified and used in
the prototype power plants. A photograph »f the kW brassboard
power plant is shown in Figure 5.2. '

5.2 BRASSBOARD POWER PLANT TESTING

A 100~-hour test run was conducted .n study steady state
power plant operation, including fuel zounsumption at i*ie and
various power levels, and ability to resnond to stepwise changes
in loéd. ' |

The goal of this test was to onerate the power plant
continuously for 100 hours under conditions approximating field

service. This effort was largely successful, although some

interruptions were necessitated by equipment malfunctions.
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During the 130-hour test run, the'power plant was run on the
following schedule: 2 hours at idle, 27 hours at 1/4 load, 27
hours at 1/2 load, 26 hours at 3/4 load and 27 hours at full load.

The overall performance of the brassboard power plant is
summarized in Table 5.1. Variation in output current and stack
and output voltage with load is shown in Figure 5.3. Two
internal stack heaters connected through relays across stack
terminals were used to maintain stack temperaﬁure at low loads

and caused the stepwise shift in stack current.

The fuel consumption data of the 3kW brassboard power plant

~are given in Figure 5.4. Methanol consumption varied between 1.0

kg/hr at idle to 2.45 kg/hr at full load. The fuel consumption
of 0.81 kg/kWhr'at full load corresponds to an overall power
plant efficiency of 24% (LHV).

The response of the brassboard power plant to instantaneous
external load change was also studied. The test results, shown
in Figure 5;5, indicated ébility to assume up to 3/4 load from
idle; a 20-sec6nd delay at 3/4 load was adequate to reach full
load. '

Brassboard power pianrt sfartup was performed manually while
simulating the microprocessor prcgram logic. The test results

raised several issues concerning startup.

o Réliabilify of a high temperature sealing damper (used
in the startup duct). ‘

. Exposure of reformer catalyst to high temperature.

. Acid dilution and introduction of incomplete com-

bustion products in FC stack during warmup.

Based on the brassboard power plant test results, a modi-
fication in both startup hardware design and program logic was

made for the prototype power plant.
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TABLE 5.1
BRASSBOARD POWER PLANT PARAMETERS (DC OUTPUT)

EXTERNAL LOAD i IDLE 1/4 1/2 3/4 FULL
Volts 0 28.2 28.2 28.1  29.7
Amps 0 . 26.8 54.1 79.9 101.5
Watts 0 756 1526 2245 3015

STACK
volts ' 52,2 . 52.4 50.7 47.5 42.9
Amps . 29.2 35.6 44.2 64.3 92.4
Air inlet temp., ©C -— 165 158 146 132
Air outlet temp., ©C ~- 187 188 191 196

Plate temp., ©C -- 194 196 198 209

RF CATALYST BED TEMP., ©C

5 cm from the leading
edge 293 266 260 249 249

$CO IN REFORMER FUEL’ - 1.9 2.3 2.0 1.2

FUEL CONSUMPTION

RF g/min 27.6 31.6 38.6 47.6  68.5
B g/min - 4.2 4.0 3.7 1.9

PARASITIC LOAD

Watts ' 594 579 545 5
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N
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6.0 COMPONENT DEVELOPMENT

Several key power plant components underwent design changes
in the course of this project. A description of the intermediate
designs and test data for these components are discussed in this
section.

6.1 FUEL CELL STACK

An 80-cell stack using direct air—coolihg (DIGAS), was
initially designed for the 3kW fuel cell power plant. The key
features of this design are summarized below:

«  Bipolar and cooler plates measuring 17.5 cm x 42
cm (7" x 16.5").

. Cooling channels in every fifth cell with air

flow split 1:4 between the process and cooling

channels.
e  Cooling side pressure drop of 4.3 cm (1.7") HO.
. Lightweight honeycomb end plates and hollow tie
bars.

During the design phase, 10-cell and 80-cell, 12.5-cm x 38-
cm (5" x 15") size stacks were constructed and tested to verify
baseline performance, thermal maﬁagement and fuel cell response
to load transient. A 23-cell, 17.5-cm x 42-cm (7" x 16.5") size
stack was also constructed and vested to confirm desired‘cathode
to cooling air flow split, and to study thermal cycling and cold
storage effects. Subsequent to successful testing'of these

stacks, the 80-cell, 17.5-cm x 38-cm (7" x 16.5") stacks were
constructed.

......

......
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Typical performance of the 17.5-cm' x 38-cm (7" x 16.5')
size, 80-cell DIGAS stack on reformed fuel is given in Figure
6.1. The DIGAS stack was used in the 3kW brassboard power plant.

While the DIGAS stack performed well, some electrolyte
dilution occurred when the stack was warmed up from room tem-
perature as evidenced by the formation of acid droplets on the
cells. Since this condition would be aggravated by low ambient
temperatures and could lead to electrolyte loss, an alternate
stack design was adopted. This design, called the separate air
cooling (SAC) design, provides separate air pathé for cathode

air and for cooling air as illustrated in Figure 6.2.

A 10¥ce11 SAC stack and two 10-cell DIGAS stacks were built
and cested for performance and stability comparison. The stacks
underwent repeated startup from cold temperature. The startup
heating was by4burner}f1ue gas directed through the common air
channels of the DIGAS stack and through the cooling air passages
of the SAC stack. An environmental chamber was used to ccol the

stacks before the low tcmperaturé starts.

Improved stébility for the SAC stack with thermal cycling
is indicated by ‘the data in Figures 6.3 and 6.4. The drop in
performance of the SAC stack at the 28th cycle was probably due
to equipment failure which led to overheating of the warmup air
and exposure of the stack inlet to a temperature in excess of
500°cC.

A 40-cell SAC stack was constructed and delivered to the
Army for evaluation. The stack before installation of manifolds
can be seen in Figure 6.5 |

6.2 FUEL PROCESSOR COMPONENTS

6.2.1 Reformer Burner

parallel devalopment was pursued on an ultrasonic burner
supplied by Sono-Tek Corp. {Poughkeepsie, NY), and on a con-

ventional spray nozzle burner.
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The work on the ultrasonic burner was initiated because of
earlier difficulties of igniting the low ehergy fuel methanoil-
water at temperétures below -329C. The burner desién consisted
of a high fréquency exciter circuit oberated atomizer nozzle, a
multi-speed air blower and‘an electrqnic spark ignitor. The ERC
design consists of an axiél fan, an oil burner spray nozzle and

a glow plug for ignition.

Both burners were successfully tested for ignition at -259F
(-329C) during this project;‘and‘had comparable combustion
efficiency with premixed liquid fuel. Based on reliability and
cost considerations, the ERC design was selected for thé power
plants. A photograph of the burner and burner components is

shown in Figure 6.6.

6.2.2 Vaporizer/Sgperhéater

The following vaporizer designs were studied:

. Double annular can {DAC)
. Packed bed DAC
. Annular can fitted with toroidal rings

Evaluation of these designs revealed that the annular can
fitted with toroidal rihgs provided the best performance during
rapid load changes. Reformers built with this vaporizer per-
formed best in the brassboard power plant. The initial upflow
arrangement in the vaporizer was chandged to downflow, which
reduced reformer output pfessure fluctuation. This arrangerent

-

wiz uscd for the prototype power plants deliveraed teo the Ay,

6.2.3 Catalyst Bed

Catalyst performance and stuability were verified by testing
a subscale reformer tube containing United Catalyst T-2130C
catalyst for 2000 start-stop cycles over a 3000 hour test period.

The tube was operated at a relatively high space velocity of
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9;750 hr-1 (product hydrogen, standard conditions) to obtain
about 50% initial conversion of hethanol. As seen in Figure 6.7,
the bed performance stabilized after the expected initial drop
in activity. These results demonstrate the thermal cycling
capability of .the reformer catalyst for the required 2000

cycles.

For the brassboard and prototype perr plants, catalyst
beds rilied with 1/8 in. pellets of United Catalyst T-2107
catalyst were employed. This catalyst is essentially identical
to T-2130 which has been discontinued by the supplier. Pel-
letized catalyst was selected over the stratitiéd or crushed

'catalyst beds to eliminate the particulate entrainment problem

faced with the later two designs. Uneven flow distribution in
the catalyst bed caused hot spots. This was corrected by
installing a perforated baffle platec below the catalyst bed
support screen and introducing the reformafe gas tangentially in
the catalyst bed.

6.2.4 Other Fuel System Components

Several commercial components were modified to better adapf
them to the service requirements of the methanol power plant.
The solenoid operated valves required addition of heat sinks and
change in diaphram material from Viton to Silicone rubber. The

transfer pump wetted parts‘were'nickel plated.

A surge damper tank with a volume of about 50 ml installed
upstream of the fuel injector was found to effectively dampen .

fucl line pressure fluctuations.
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7.0 NEAT METHANOL SYSTEM

A 3kW breadboard power pfant operating 6n neat (undiluted)
methanol was developed and tested. The power plant design
incorporates the recovery of water from the power plart exhaust
streams, mixing with hethanol, and steam reforming of the mixed
fuel.

7.1 WATER RECLAIM ANALYSIS

Water recovery was studied by ERC under a previous U.S. Army
contract [2]. It was concluded that with a direct air-cooled
fuel cell stack, water recovery was not a practical 6ptioﬁ.
Subsequent changes in stack design [3,4], introduced during the
late seventies and early eighties, permitted separation of
cooling air from cathode air and operation with 1.5 to 2 times
stoichiometric cathode air. This provides a cathode gas exit
stream with high concentration of water, and ﬁakeé water re-

coverable by using an ambient air-cooled condenser.

The comrbined cathode exhaust 'gas and reformer flue 'gas
stroams of a fuel cell power plant operating on a 1:1.3 molar
mixture of methanoi-water fuel carry 3.3 moles of water for each
mole of methano! consumed. Onl? 32% of the water needs to be

recovered to meet the reformer water requirement.

The distribution of water between the cathode exhaust and
the reformer flue streams depends mainly on the stecichiometric
air rate supplied to the stack and burrer, ard upon hydrogen
utilization in the stack. For typical hydrcgen ard air stoi-
chiometric rates, the water content of each of the streams is
greater than reguired for the refcormer. However, reccvery of
sufficient water from any siﬁqle stream at hot ambient con-
ditions would require the use of a chiller, which is unacceptatle

for small plants.

Significant water recovery'can be achieved with the system
shown in Figure 7.1 where water is recovered from the cathode

exhaust and reformer flue streams. The water recovery potential
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- of this scheme is mapped in Figure 7.2. These data indicate that
operating on 55-60% air and 50-65% fuel utilization, with an
approach temperature of 8-109C (15-209F) in an air-cooled heat
exchanger, adequate water may be recovered at ambient tem-
pe.atures as high as 43°C (110°F). At higher ambient tem-
peratures (1250F), water must be recovered from the combustion
products of the anode and cathode streams as shown in Figure 7.3.
The operating boundaries for water recovery of this approach are
given in Figure 7.4. ' '

7.2 POWER PLANT DESIGN

Based on the premixed fuel power plant design and test
results of a water reclamation stud:, a neac methanol power plant
was designed.

A functional schematic diagram of the power plant showing
the key components is given in Figure 7.5. A photograph of the
brassboard power plant constructed and delivered to the U.S.

Army is shown in Figure 7.6.

Power plant operation, incuding startup and shutdown, was
automatic. External rower supplies were used for powering
electrical components during startup. Cortrol elements, driver
circuaits, sensors, and the controller are identical to the 3/5kW

premixed methanol power plant..

The reformer design was based on the 3,/5kW reformer. The
e
main modifications were increased combustion chambher volume arnd

improved flue gas leak-tightness.,

The 8C-cell separated air-cooled phosphoric acid fuel cell
stack used in this power plant was similar to the stacks used in
the 3kW mixed fuel power plant.

A 45 cmx 36 cmx 5cm (0.3 ft3) automotive type air-cooled
(cross~-flow) copper heat exchanger (Figure 7.7) was used for

water reclamation. A 48V, 0.5A brushless DC blower was used to
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provide condenser cooling air. This fan was powered directly
from the stack during operation and from the 24V bus during the
startup. When operating on 24V, the fan provides about 60% of
the air available at the rated 48V operation.

A fully automatic onboard water reclamation and fuel mixing
device incorporating a gravity mixing concept was designed
(Figure 7.8). Methanol is first pumped‘from the external supply
into the mixing tank to a desired level. Water from the
condenser then flows into the tank. When this tank is full, the
fuel is transferred from the mixing Eank'to the fuel tank.
During shutdown, the drain valve‘dfaihs water stored in the
system eliminating any freezing problems. The system operatesl

automatically using float switches and magnetic relays.

7.3 TEST RFSULTS

The brassboard neat methanol power plant was tested at
various levels from idel to full load as shown in Figure 7.1. The

important observations from this testing are:

1. About 100% excess water was collected at all loads with 279C
room temperature. An approach temperature of about 110C
(19°F) between the ambient air and the condenser hot gas
side exhaust temperature was projected for full load oper-

ation.

2. Power plant efficiency was roughly equal to the premixed
fuel power plant éfficiency. For a gross power output of

4:xW, neat methanol consumption was about 2.13 kg/hr.

3. Steady state power plant operation'at various loads with
automatic mixing of fuel (58 wt% methanol and 42 wt3% water)

and the delivery of the fuel to the reformer,.
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WATER RECLAMATION AND FUEL PREPARATION SYSTEM
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4. The load following capability of the neat methanol system
was similar to that of the premixed system.

5. Total weight of the water reclamation related hardware is
' less than 25 lbs.

This testing demonstrated that a simple neat methanol fuel
cell power plant based on water reclamation is a practical option
for the SLEEP3 application.
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8.0 CONCLUSIONS

The efforts of this program have resulted in the development
of the phosphoric acid fuel cell power source for transportable
power geheration applications. The fuel cell power plant source
pdssesses some unique features such as:

. guiet operation

. high efficiency

. operable at extreme temperatures
. uses non—petroléum fuel

The power plant is potentially reliable, because, the
design incorporates l¢w temperatuvre operation and minimal
number of moving parts. ueration of the power plant on both
methanol-water premix and neat methanol fuels has been demon-
strated.

Improvement of performance and reduction in weight and
volume of the power plant can be achieved throﬁgh reducing stack
size (improved cooler design and cathode catalyst) repackaging
electrical system components, using a brushless DC stack fan and
eliminating some valves and'dampers. Power plant endurance
tests should be performed to identify the components affecting
reliability and maintainability and improve the design. Also,
value engineering efforts need to be pursued to reduce the cost
of a unit.’
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APPENDIX B

LISTING OF MICROPROCESSOR INPUT/OUTPUT CHANNELS

DIGITAL OUTPUTS

Mnemcnic

. CD1

Ch2
CD3
Cb4

.Gl
Bl

G2
P2
B2
B2
B3
B4
B5
B6
EWL
ERL
ESL

ECL

RI
PB
H1
H2
H3

V1

V2
V3
BV
K1

Description

16 Position Control Damper
16 Position Control Damper
16 Position Control Damper
16 Position Control Damper
Reformer Glow Plug |

‘High Pressure Fuel Pump

Startup Burner Glow Plug
Transfer Pump
Burner Blower Speed Control

Burner Blower Speed Control

~ Burner Blower Speed Control

Burner Blower Speed Control
Burner Blower Speed Control
Burner Blower Speed Control
Wait Lamp

Ready Lamp

Standby Lamp

Charging Lamp

Reformer Injector

Process Air Blower

Idle Heater (8 Amps)

Idle Heater (8 Amps)

Idle Heater (8 Amps)

Idle Heater (8 Amps)

Bypass Fuel Vvalve

Stack Fuel Valve

Startup Burner Valve
Reformer Burner Valve
Output Relay
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DIGITAL OUTPUTS cont'd.

Mnemonic Description

K2 Battery Relay

K3 . Parasitic Relay

D1 Sealing Damper

D2 ‘ Sealing Damper

D6 Sealing Damper .
WD : Watchdog Control Circuit

DIGITAL INPUTS

Mnemonic \ Description

IST Start Switch
ILF K Low Fuel Switch
INF No Fuel Switch
107 " Off Switch

IPR Pressure Switch

ANALOG INPUTS

CHANNEL MNEMONIC  DESCRITION FULL SCALE ACCURACY
1 T1 "K" TC FLAME DETECT 20479F 200F
2 T2  RTD SUPERHEAT TEMP 11000F 10°F
3 T3 'RTD EXHAUST TEMP 5110F 50F
4 T4 RTD INLET & FLAME TEMP 10230p 100F
5 TS RTD CELL TEMP | 5110F 50F
6 T6 RTD CATALYST TEMP 5110F 50F
7 Vs STACK VOLTAGE 64v 0.25v
8 LS STACK LOAD SHUNT 42.3mv/127A  .33mv/1A
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, APPENDIX C. |
PERTINENT CONVERSION FACTORS/PROPERTIES/EQUATIONS/DEFINITIONS

CONVERSIONS
1 1b = 454 gms
1 Btu = 252 cal
= 0.2929 W-hr
1 foot = 0.3048 meter
T,°F = 1.8 x T, °C + 32
1 US gal ‘
(liq.) = 3.785 liter
PROPERTIES

~ Methanol (CH30H)

Molecular Weight ‘ =  32.04

Weiéht pef US gallon at 68CF = 6.59 lbs
Boiling point at 760 mm Hg = 64.7°C

-97.80C

Freezing point
Heat of combustion at 259C 760 mm Hg

HHV
Lav

9777 Btu/lb
8596 Btu/lb

Hydrogern

Molecular Weight 2.016

Heat of combustion at 25°9C 760 mm Hg

HHV: = 61,051 Btu/lb
LHV = 51,605 Btu/lb
MASS BALANCE EQUATIONS
Basis: 1 mole of CH30H
Reformer
IN: CH30H + 1.3 Hoo0
OUT: 3Hp + COz + 0.3 H0
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MASS BALANCE EQUATIONS cont'd

* Fuel Cell
IN: (3Hy + COp + 0.3 H20)anode *+ (yOp2 + 3.8y N2)cathode
OUT: [(3-x)Hy + COy + 2z H30lapnode - [(y—%)oz + (x + 0.3-2)H70]

whére, x = moles of hydrogen consumed by the electrochemical
reaction.

y = moles of oxygen entering the fuel cell.

z = moles of water exiting from fuel cell with the
anode stream.

Reformer Burner

IN:  [(3-x)Hpy + COp + 2 HpOlpyel + [m O + 3.8r Nolair
OUT:  (3-x)H0 + COp + (3-x +2)Hz0 + (m - 35%)0p + 3.8 m N,

where, m = moles of oxygen entering the burner.

DEFINITIONS/EQUATIONS

a. Stack Fuel Utilization; %: E__%L,LQQ
b. Stack Air Utilization; %: l x X 100
: 2 XNy
'c. Reformer Burner Air Utilization; %: (3:x) '§ ;00

d. Hyarogen flow to fuel celi, scfm:

_ Y moles of Hp : 3
(MeOH Flow, lb-moles/min) X 3 mole of MeoH X 379 ft2/lb-mole

e. Power Plant'Efficiency; %:

Net Output Power, Watts 1100
LHV of Methanol Consumed |

- ‘ Net Output Power, Watts X 100

1b MeOH 8596 Btu X .29407 wWatt
1b fuel,mix 1b MeOH Btu/hr

(lb fuel,mix

hr )[.5776
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DEFINITIONS/EQUATIONS cont'd.

f. Hourly Space Velocity

Basis: Volume of total dry gas at the reactor outlet at STP
(609F, atm) per volume of catalyst. t

1b fuel,mix, 4 ¢ 596 1D MeOH 1 lb-mole MeOH . 4 lb-moles of gas ., 379 ft3

HSV hr 1b fuel,mix 32 1b MeOH 1b-mole MeOH lb-mole

Catalyst Volume, ft3
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